



































































































































































































































































































































	Model Number Description
	Water
	General Installation - Air or Water Cooled
	General Installation - Air or Water Cooled
	Adjustments
	Water purge setting
	General Installation - Remote
	General Installation - Remote
	General Installation - Remote
	General Installation - Remote
	Pre-Charged Tubing Coupling Connections
	General Installation - Remote
	Prodigy Cuber System Information
	Controller Information
	Component Indicator Lights
	How It Works - Air Cooled
	How It Works - Water Cooled
	How It Works - Remote
	Electrical Sequence - Air or Water Cooled
	Electrical Sequence - Remote Cooled
	Remote Schematics
	Electrical Component Details
	Electrical Component Details 
	Refrigeration
	Water System
	Control Operation
	Control Safeties
	Control Button Use (from standby)
	Control Button Use - continued
	Compressor Electrical Chart
	Refrigerant Charges and Pressure Switches
	Compressor Amp Draws 
	Heat Load & Condenser Water GPM
	Thermistor Values
	Cleaning - A, B or C Series
	Cleaning - Prodigy Plus  D Series
	Critical Maintenance - Water Level Sensor
	Critical Maintenance - Ice Thickness Sensor
	Critical Maintenance - Spillway
	Diagnostics – Air Cooled
	Diagnostics - Air Cooled
	Low Ice Making Capacity - Air Cooled
	Diagnostics – Water Cooled
	Diagnostics - Water Cooled
	Low Ice Making Capacity - Water Cooled
	Diagnostics – Remote Air Cooled
	Diagnostics - Remote Air Cooled
	Low Ice Making Capacity - Remote Air Cooled
	Test Procedures - Sensors
	Ice Thickness Sensor
	Water Level Sensor
	Temperature Sensors
	Test Procedures - Compressor
	Test Procedures - Fan motor
	Test Procedures - Water Pump
	Test Procedure - Purge valve
	Test Procedure - Compressor contactor
	Test Procedures - Pressure switches
	Test Procedures - Liquid Line Solenoid
	Test Procedure - Inlet Water Solenoid Valve
	Test Procedure - Harvest Assist
	Performance Data - C0322
	Performance Data - C0522
	Performance Data - C0722
	Performance Data - C0330
	Performance Data - C0530
	Performance Data - C0630
	Performance Data - C0830
	Performance Data - C1030
	Performance Data - C1448
	Performance Data - C1848
	Performance Data - C2148
	Performance Data Remote - C0522, C0530
	Performance Data Remote - C0630, C0830, C1030
	Performance Data Remote - C1448, C1848
	Wiring Diagrams
	Wiring Diagrams
	Wiring Diagrams
	Wiring Diagrams
	Wiring Diagrams
	Wiring Diagrams
	Wiring Diagrams
	Wiring Diagrams
	Wiring Diagrams
	Wiring Diagrams
	Wiring Diagrams
	Wiring Diagrams
	Wiring Diagrams
	Wiring Diagrams
	Wiring Diagrams
	Wiring Diagrams
	Wiring Diagrams
	Repair Section
	Repair Section
	Repair Section
	Repair Section
	Repair Section
	Repair Section
	Repair Section
	Repair Section
	Refrigeration Removal and Replacement
	Refrigeration Removal and Replacement
	Refrigeration Removal and Replacement
	Optional add-on control information - KVS

